
 
 
Appendix B: North West Leicestershire Housing HRA Energy Standard 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 

 

ROOF (less than 60 years old)  

Loft insulation minimum 270mm 

 

GLAZING double glazed 

windows and doors (less 

than 30 years old)  

HEATING SYSTEM:  
 
“A” rated gas boiler  
 
Or High heat retention 
storage heaters  
 
Or renewable energy 
heating  
 
 

HOT WATER  

 “A” rated water cylinder 

(where a cylinder is needed) 

WALLS 

Cavity wall insulation 

OR external wall 

insulation 

OR internal wall 

insulation  

Minimum SAP 65 

HEATING CONTROLS 

Programmable room 

thermostat  and individual 

radiator controls (e.g. TRV’s) 

where system allows 

When each component is replaced it will be upgraded 

to meet the relevant thermal standard in the current 

building regulations 


